
Errata for the 
2003 Uniform Plumbing Code™ (4th Printing)

The following is a list of changes that we found after the third printing of the 2003 Uniform Plumbing Code.
These changes may or may not apply to your code book. However, we do encourage you to check your code
book with this list to ensure that all changes are updated. Thank you.

Chapter 5:
Insert the following text after Section 511.0:
(1) The maximum capacity of the vent system shall be determined using the NAT MAX column.
(2) The maximum capacity shall be determined as if the appliance were a fan-assisted appliance, using the FAN MIN
column to determine the minimum capacity of the vent system. Where the corresponding FAN MIN, the vent configura-
tion shall not be permitted and an alternative venting configuration shall be utilized.

Chapter 14 Abbreviations in Table 14-1:
Insert “Water Quality Association” contact information.
WQA Water Quality Association, 4151 Naperville Rd., Lisle, IL  60532, 708-505-0160.
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